Important: Ensure wiring polarity is consistent from Relay 5 to each Aura’s Remote Input terminals.

To have Relay 5 shadow another relay, set dipswitch as shown at right:

1. ON
2. OFF
3. ON
4. OFF
5. OFF
6. ON
7. OFF
8. ON
9. ON
10. OFF
11. ON
12. OFF
13. ON
14. OFF
15. ON

Enable 1: ON
Enable 2: OFF
Enable 3: ON
Enable 4: OFF

Aura Dip Switch Settings:

Enable 1: Red
Enable 2: Red
Enable 3: Red
Enable 4: Red

Enable 1: G/B
Enable 2: G/B
Enable 3: G/B
Enable 4: G/B

Enable 1: IDL
Enable 2: LOC
Enable 3: REM
Enable 4: SPEAKER

Relay 5 CHART:

1. NC
2. C
3. NO
4. NC
5. C
6. NO
7. NC
8. C
9. NO
10. NC
11. C
12. NO
13. NC
14. C
15. NO

Dip Switches:

Dip 4: OFF
Dip 5: ON
Dip 6: OFF
Dip 7: ON
Dip 8: ON

Color Select:

Red: G/B
Red: G/B
Red: G/B
Red: G/B

CAMDEN DOOR CONTROLS
5502 Timberlea Blvd.
Mississauga, Ontario
L4W 2T7

CX-WEC11 & CX-WC15 Single Door Restroom (normally unlocked)

DRAWING No: DRG-EMF-2_03
FILE NAME: EMF-2 Diagram wc15.vsd