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CX-WC17-PS Wiring DiagramNotes

1.  CX-33 can be set to Mode 7 (Normally Unlocked)
      or Mode 8 (Normally Locked).

2.  Mode 7  =  Set Set Strike to Fail Safe.
3.  Mode 8  =  Set Strike to Fail Secure.

Door Position Switch 

Transformer
CX-TRX-5024

24 VAC, 50 VA

CM-7536/4
Outside

Push to Open

CM-7536/4
Inside

Push to Open

CM-7536/8B
Push to Lock

Electric Strike
CX-ED2079

Wire MOV
directly to 

strike or
magnet

120 VAC

N.C.

Model: 60-40E033

AC

AC

Outside

Push To Open

Inside

Push To Open

Push To
Lock

DPS NC

DPS COMM

+ WET

- INPUT

+ Lock

+ Strike

-  Strike

*

Door

Operator

*

Occupied +

Light -

*

+ VDC

- VDC

PUSH
TO OPEN

CM-AF503 

MOV

Door Operator 

Occupied
When

Lit

Locked
When

Lit

CM-AF503 

PUSH
TO OPEN PUSH

TO
LOCK


